SECTION 10290

PEST CONTROL (final)

PART 1 - GENERAL

1.01 This section shall include criteria for screening at crawl-spaces, attic vents and behind casework.

1.02 Integrated Pest Management (IPM) and Environmental Protection Agency (EPA) shall be considered.

1.03 Pest control during construction shall be covered in a General Conditions 00100.

1.04 RELATED WORK

A. Section 00100 General Conditions for as-built samples

PART 2 - PRODUCTS

2.01 BIRD PROTECTION: The following manufacturer of a net or wire protection system shall be used unless otherwise approved by a Brown University Project Manager:

    BIRD MASTER

2.02 NIXALITE wire spike system shall not be allowed for bird protection.

2.03 Stainless steel screening shall be provided at all concealed areas at crawlspaces, attic vents, exterior louvers, behind casework, etc. to prevent bird, rodent and insect infiltration.

END OF SECTION