SECTION 15443.PR – SEWAGE EJECTORS
PROPRIETARY BASED REQUIREMENTS

PART 1 - GENERAL
1.1 SUMMARY
   A. This section includes sewage ejectors, all associated appurtenances and controls.

1.2 Warranty
   A. Furnish five-year manufacturer warranty for sewage ejectors.

PART 2 - PRODUCTS
2.1 SEWAGE EJECTORS
   A. Manufacturers:
      1. As specified.

PART 3 - EXECUTION
3.1 INSTALLATION
   A. Verify depth of basin.
   B. Size basin for a minimum runtime of one minute.
   C. Coordinate location of ejector with column footings.
   D. Specify anchoring system for pumps and basin to prevent flotation of basin by water table.

END OF SECTION