SECTION 14 20 00 – ELEVATORS

PART 1 – GENERAL

1. Design Requirements, Elevators:

   a. Controller shall be a non-proprietary design, with on-board diagnostics. Supplier shall include any troubleshooting tools needed to communicate with the microprocessor, as part of the base scope.

   b. All electronic prints, codes and cut sheets on the systems must be conveyed to Brown University as part of the Operations & Maintenance Manual.

END OF SECTION